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ADMINISTRATION BUILDING 
 
  Taps Sampled       6 
  Samples below the EPA Guidelines (< 15 ppb)  6 
  Samples exceeding the EPA Guidelines (>15 ppb)  0 
 
  Corrective Action      None 
 

BUS GARAGE 
 
  Taps Sampled       4 
  Samples below the EPA Guidelines (< 15 ppb)  4 
  Samples exceeding the EPA Guidelines (>15 ppb)  0 
 
  Corrective Action      None 
 

EDISON CENTRAL SIX SCHOOL 
 
  Taps Sampled       17 
  Samples below the EPA Guidelines (< 15 ppb)  17 
  Samples exceeding the EPA Guidelines (>15 ppb)  0 
 
  Corrective Action      None 
 
 

GREGORY ELEMENTARY SCHOOL 
 
  Taps Sampled       19 
  Samples below the EPA Guidelines (< 15 ppb)  19 
  Samples exceeding the EPA Guidelines (>15 ppb)  0 
 
  Corrective Action      None 

 
 
 
 
 



HAZEL EMENTARY SCHOOL 
 
  Taps Sampled       15 
  Samples below the EPA Guidelines (< 15 ppb)  15 
  Samples exceeding the EPA Guidelines (>15 ppb)  0 
 
 
  Corrective Action      None 
 

HIGH SCHOOL 
 
  Taps Sampled       56 
  Samples below the EPA Guidelines (< 15 ppb)  56 
  Samples exceeding the EPA Guidelines (>15 ppb)  0 
 
  Corrective Action      None 
 
 

LIBERTY MIDDLE SCHOOL 
 
  Taps Sampled       8 
  Samples below the EPA Guidelines (< 15 ppb)  8 
  Samples exceeding the EPA Guidelines (>15 ppb)  0 
 
  Corrective Action      None 
 
 

MT. PLEASANT ELEMENTRAY SCHOOL 
 
  Taps Sampled       27 
  Samples below the EPA Guidelines (< 15 ppb)  27 
  Samples exceeding the EPA Guidelines (>15 ppb)  0 
 
  Corrective Action      None 
 
 

KELLY ELEMENTRAY SCHOOL 
 

  Taps Sampled       36 
  Samples below the EPA Guidelines (< 15 ppb)  36 
  Samples exceeding the EPA Guidelines (>15 ppb)  0 
 
  Corrective Action      None 
 



REDWOOD ELEMENTRAY SCHOOL 
 
  Taps Sampled       36 
  Samples below the EPA Guidelines (< 15 ppb)  36 
  Samples exceeding the EPA Guidelines (>15 ppb)  0 
 
  Corrective Action      None 
 
 

ROOSEVELT MIDDLE SCHOOL 
 
  Taps Sampled       25 
  Samples below the EPA Guidelines (< 15 ppb)  25 
  Samples exceeding the EPA Guidelines (>15 ppb)  0 
 
  Corrective Action      None 
 
 

ST. CLOUD ELEMENTARY SCHOOL 
 
  Taps Sampled       36 
  Samples below the EPA Guidelines (< 15 ppb)  36 
  Samples exceeding the EPA Guidelines (>15 ppb)  0 
 
  Corrective Action      None 
 
 

WASHINGTON ELEMENTARY SCHOOL 
 
  Taps Sampled       19 
  Samples below the EPA Guidelines (< 15 ppb)  19 
  Samples exceeding the EPA Guidelines (>15 ppb)  0 
 
  Corrective Action      None 


